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Existing Door opening 
retained, New Leaf & 
a half door installed.

Re-use furniture from existing media 
suite.
Additional data and power as required & 
repair existing.
Retain and repair ceilings as necessary
New Carpet required.

Meeting Rms 01 & 02

VOID

VOID

Existing glazed panels 
retained, fire consultant 
to confirm acceptance.
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Gravel Area

Cafe Covers = 54
Cabaret Covers = 42
Auditorium = 60

Hatch

Outline of canopy above
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Maintenance 
access only
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RWP 01

RWP 06

RWP 05
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RWP 03

RWP 02
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RWP 02 drains into 
surface gutter to 
RWP 09

RWP 10

Refer to M&E Engineer's 
drawings for layout information

Position of Mesh 
Curtain joined to 
framework above. 
Opening to allow 
access to staircase 
to subcontractors 
specification.

Planter layout indicative only,
Lighting arrangement TBC

Dumb 
waiter 
shaft

Riser

E-DF15

SVP16&17

Emergency 
Access Only Sign 
(by Phoenix)

Uni. WC

Clnr Str

DF105

DF108

Key Clamp area 
for furniture

Minor existing wall position 
update based on point cloud 
survey. All dimensions to be 
checked out site prior to works 
/ fitout.

964

1194

952

348

3
7
6

370

A

A2

A1

15a

370

RWP 07 terminates 
below paving slab for 
terrace surface water.

RWP 09 terminates 
below paving slab for 
terrace surface water.

RWP 10 terminates 
below paving slab for 
terrace surface water.

RWP 09 terminates 
below paving gravel 
for terrace surface 
water.

SVP 03

SVP 01

SVP 02

SVP 04

SVP 08

SVP 07

RWP

KEY

SVP

AAV

Denotes route(s) of pipework from 
above (colour matched to key above).

FW/SW MH

NOTES: 
All materials used in external envelope construction 
need to comply with Regulation 7(4) for combustibility 
as defined in Ashton Fire Report section 6.1.

For new build elements the fire integrity of the 
primary structure needs to achieve 90 minutes (See 
section 3.1.3 of the Ashton Fire Report). This is 
independent of the room separation values given on 
the (29) series GA Plans. 

Movement Joint - Refer to Structural 
Engineers drawings for further information.

For Grid Setting Out: refer to drawing (20)004
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CONSTRUCTION

Willmott Dixon Construction Ltd.

Phoenix Arts Centre
Extension & Refurbishment
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Proposed New First Floor

C1 03.09.21 Updated for construction IC

C2 20.09.21 Grid updated in coordination with MCE,
structure udpated, downpipes updated to
reflect current layout.

JvF

Structure along 
wall in abeyance.
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